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Chapter 1 EasyBuilder Pro Installation and Startup Guide 

 

1.1 EasyBuilder Pro Installation 

 

Software: 

Download EasyBuilder Pro configuration software from EasyBuilder Pro CD or visiting 

Weintek Labs, Inc.ôs website at http://www.weintek.com to obtain all software versions 

available (including Simplified Chinese, Traditional Chinese, English, Italian, Korean, 

Spanish, Russian, and French version) and latest upgraded files. 

 

Hardware Requirements (Recommended):  

CPU: INTEL Pentium II or higher 

Memory: 256MB or higher 

Hard Disk: 2.5GB or higher (Disc space available at least 500MB) 

CD-ROM: 4X or higher 

Display: 256 color SVGA with 1024 x 768 resolution or greater 

Keyboard and Mouse 

Ethernet: for project downloading/uploading 

USB Port 2.0: for project downloading/uploading 

RS-232 COM: At least one available RS-232 serial port required for on-line simulation  

Printer 

  

Operating System: 

Windows XP / Windows Vista / Windows 7. 

 

 

 

http://www.weintek.com/
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1.2 Steps to Install EasyBuilder Pro 

 

1. Installing EasyBuilder Pro: 

Put the EasyBuilder Pro Installation CD into the CD drive. The computer will run the 

program automatically and bring up a screen showing an area to click to begin the 

EasyBuilder Pro installation. If the auto-run sequence does not start, browse the CD, and 

find the root directory of [Autorun.exe] manually. The installation screen is shown below. 

 

 

2. Click [Install], users will see the window below, select the language and click [Next] 

following the installation instructions.   

 

 

 

 

 

 

English Spanish French Italian

Simplified Chinese Traditional 

Chinese Korean Russian 
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3. Users will be asked if they would like to remove the old versions of EasyBuilder.  

Please tick those should be removed and click [Next] to continue. 
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4. Designate a new folder for EasyBuilder Pro installation or choose the folder 

recommended and then click [Next]. 

 

 

5. Users will be enquired to select a start menu folder to save the programôs shortcuts. Click 

[Browse] to designate a folder or use the folder recommended then click [Next]. 

 



                                          EasyBuilder Pro Installation and Startup Guide 

 14 

6. Users will be enquired if there are any additional tasks to be done. For example: [Create 

a desktop icon]. Tick it if needed then click [Next] to continue. 

 

 

7. At this moment all the settings are done. Please check if they are all correct. If any 

changes need to be made, click [Back] or click [Install] to start installing. 
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8. Installation processing. 

 

 

9. Click [Finish] to complete the installation. 
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10. Start EasyBuilder Pro project from menu [Start] / [All Programs] / [EasyBuilder Pro]. 

 

 

The description of each item in EasyBuilder Pro menu: 

Installed file Description 

Administrator 
Tool 

Save data of User Accounts, USB Security Key, e-Mail SMTP 
Server Setting, e-Mail Contacts to USB disk and import to HMI. 

EasyBuilder Pro EasyBuilder Pro editing software. 

EasyConverter Conversion tool for Data Sampling and Event Log. 

EasyDiagnoser Tool for analyzing and detecting connection between HMI and PLC. 

EasyPrinter 
Tool for saving hardcopy or backup data is individually 
downloadable even without full application. 

EasySimulator 
Upon completion of project programming, you can execute Online 
Simulation on PC by directly connect with PLC or Offline Simulation 
on PC without connecting PLC. 

EasyWatch Via HMI to monitor or set HMI and PLC address value. 

Recipe Editor 
Tool for setting format of Recipe data. Users can open Recipe data 
or data in External Memory here. 

Release Note Notes for EasyBuilder Pro version and latest information. 

Structure Editor 
Support AB TAG mechanism and improve the flexibility of an object 
in read/write. 

Utility Manager EasyBuilder Pro project management. 

 

ƴ HMI eMT Series support downloading/uploading project via USB cable. 

After installing EasyBuilder Pro, Please go to [Computer Management] / 

[Device Manager] to check if USB driver is also installed, if not, please refer to installation 

steps to manually install. 

ftp://ftp.weintek.com/MT8000/eng/FAQ/FAQ_29_How_to_install_USB_driver_of_HMI_i_series.pdf
ftp://ftp.weintek.com/MT8000/eng/FAQ/FAQ_29_How_to_install_USB_driver_of_HMI_i_series.pdf
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Chapter 2 Utility Manager 

0BAfter installing EasyBuilder Pro software, double click on [Utility Manager] shortcut. 

1BThe Utlity Manager is a software shell for launching several utilities. Some functions are 

duplicated in the EasyBuilder Pro project editing program. Utlity Manager can operate as a 

stand-alone program. 
76B2B 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Launch project 
editor. 

After rebooting, 
everything returns to 
the startup condition. 

Conversion tool for 
Data Sampling/ 
Event Log. 

Remote printer 
/backup server. 

Memory format 
conversion and data 
editing.  

Review the register 
range of device types 
of supported PLC. 

Tool for analyzing 
connection between 
HMI and PLC. 

Build data for 
downloading to HMI 
via SD/USB.  

Allow PC 
applications to 
connect PLC via 
HMI. 

Connect via USB 
cable or Ethernet to 
check the HMI history 
files information. 
 

When operating HMI, 
designate Password 
first. 



                                                                   Utility Manager 

                                                                                           18 

 

2.1 HMI IP, Password 

 

84B3B[Settings] 

4BWhen operating HMI via 

Ethernet or USB cable, 

users need to designate 

the password for HMI to 

protect against 

unauthorized access. 

 

5B[Reset / Download] functions share a set of password while [Upload] function uses 

another set. 

 

6BBe sure to record any password change, otherwise, while resetting 

password to default, the project and data on HMI will be completely erased. 

 

82B7B[Reboot HMI] 

8BThere are certain situations that the HMI 

should reboot, for example, when updating 

the files in it. Users donôt need to cut power 

while rebooting. After rebooting, everything 

returns to the conditions of startup. Set the 

correct IP address when operating HMI via 

Ethernet. 

9B[Data/Event Log File Information] 

10BAfter setting, connect with HMI to check 

the number of history files in HMI. 
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2.2 Editing Tools 

2.2.1 Build Download Data for Saving in SD Card or USB Disk 

 

1. Insert SD/USB to PC. 

2. Assign data storing path. 

3. Assign files to download. 

4. Build data. 

The source files will be saved in the inserted device for users to download to HMI. This 

function is to build the required data. 

 

 

 

 

 

 

 

 

 

 

 

 
77B 
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2.2.2 Steps to Download Project to HMI via USB or SD Card 

11B 

Take downloading data in the folder named ñ123ò (K:\123) in USB stick for example. 

 

1. 12BInsert USB (project included.) to HMI. 

2. 13BOn [Download / Upload] dialog box select [Download]. 

3. 14BInput Download Password. 

4. 15BOn [Download Settings] dialog box, check [Download project files] and [Download 

history files]. 

5. 16BPress [OK]. 

6. 17BOn [Pick a Directory] dialog box, select directory: usbdisk/device-0/123. 

7. 18BPress [OK]. 

19BProject will be automatically updated. 

 

20BEven if users only download historical files, it is still necessary to reboot 

HMI manually to update files. 
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2.3 Transfer 

2.3.1 Download 

21BDownload source files to HMI through Ethernet or USB cable. 

 

{7Firmware 22BCheck to update HMI kernel programs. The firmware must be downloaded at 
the first time downloading data to HMI. 
 

Project 

Select the project file in XOB format. 

 

Recipe Data RW/RW_A 

Select rcp file in recipe folder. 

 

Data Log 

Select dtl file in datalog folder. 
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Startup Screen 

26BDownload assigned BMP to HMI. On HMI, it will be shown after rebooting then load in 
project. Users may use company logos. 
 

Reboot HMI after downloading  

27BAutomatically reboot after download. 
 
28B[Reset recipe] [Reset event log] [Reset data log] [Reset event log] [Resect data log] 
29BErase specified files on HMI before download. 
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2.3.2 Upload 

30BUpload files from HMI to PC via Ethernet or USB cable. 

31BUsers have to assign the desired path for file storage before uploading. 

 
85B 

About [Project] / [Recipe data RW/RW_A] / [Data log] refer to 2.3.1. 

 

Event log  

Upload evt file on HMI to PC. 

 

Extended Memory (EM) 

Upload emi file saved in SD card or USB disk to PC. 

 

32BThe file will be uploaded to PC in *.XOB file format. For editing this file 

using EasyBuilder Pro, please decompile it into *. MTP file first. 
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2.4 Simulation 

2.4.1 Off-line Simulation / On-line Simulation 

4Off-line simulation-Simulate project operation on PC. 

79B  

 

41BOn-line simulation-Simulate project operation on PC. 

80B  

 

33BWhen On-line simulating on PC, if the control target is a local PLC (i.e. the 

PLC directly connected to PC), there is 10 minutes simulation limit.

OK without HMI 

&PLC and save 

more time 

No need to 

download project 

to HMI. 

Simulate 
operations 
without 
connecting PLC. 
 

Connect 
PC-PLC & set 
correct 
parameters to 
operate. 
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Before executing On-line/Off-line Simulation features, please select the source *.XOB file. 

 

 

34BWhen executing on-line/off-line simulation, right click to use these functions:  

 

[Exit simulation] 

Stop simulating. 

 

35B[Run EasyDiagnoser]  

36BTo monitor current 

communication status. 

 

37B[Screenshot]  

38BCapture and save current screen 

image as picture file in the 

screenshot folder under 

installation directory. 
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2.5 Pass-Through 

 

This function allows the PC application to connect PLC via HMI. In this case, the HMI acts 

as a converter. 

 

43BPass-through provides two modes: [Ethernet] and [COM port].  

44BWhen using [Ethernet], please install the virtual serial port driver first. 

 

39BFor detail, please refer to ñChapter 29 Pass Through Functionò. 
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Chapter 3 Create an EasyBuilder Pro Project 

Click on the icons to see illustration. 

 

 

 

 

 

 

In this Chapter, we will take Mitsubishi PLC as an example. 

 

3.1 Create a New Project 

1. Click on icon  New. 

2. Select [Model]. 

3. Tick [Use template]. 

4. Click [OK]. 

5. Click [New]. 

6. Set correct parameters.   

7. Click [OK]. 

 

8. Device ñMISUBISHI 

FX0s/FX0n/FX1s/FX2ò is added to 

the [Device List]. 

 

 

 

Save & 

Compile 

Download 

to HMI 

 

On-line 
Off-line 
Simulation 

Create a 

Project 
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Now letôs add a new object. 

1. Click on the object icon  Toggle Switch Object. 

2. Set correct parameters. 

 

 

 

 

 

 

 

 

 

 

 

 

3. Place the object wherever you like on 

window. 

4. A project with one object is now 

created. 
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3.2 Save and Compile the Project 

 

On EasyBuilder Pro Tool Bar: 

 

 

 

 

 

 

 

 

 

 

 

 

Users are allowed 

to select the 

languages needed 

for the project and 

download to HMI, 

up to 8 languages 

can be selected. 

 

 

 

 

 

 

 

 

 

 

 

 

A successfully compiled file will get this dialog box. 

 

 

 

1. Click to [Save] *.MTP file. 2. Click to [Compile] to *.XOB file 

for downloading to HMI, this also 

checks if the project can run 

correctly. 
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3.3 Off-line and On-line Simulation 

Off-line simulation - Simulate project operation on PC 

 

On-line simulation - Simulate project operation on PC 

 

 

 

 

 

When On-line simulating on PC, if the control target is a local PLC (i.e. the 
PLC directly connected to PC), there is 10 minutes simulation limit. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Off-line 

 

Click 

On-line 

 

Click after correctly 

connecting the device. 

OK without HMI 

&PLC and save 

more time. 

OK without HMI 

and save more 

time. 

Connect 
PC-PLC & set 
correct 
parameters. 

Simulate 
operations 
without 
connecting PLC. 
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3.4 Download the Project to HMI 

 

< Way 1 [Ethernet] / HMI IP 

 

Before [Download], be sure to check if all the 

settings are correct. 

 

 

 

 

 

 

Input [Password] & 

Specify [HMI IP]. 

 

 

Update HMI kernel 

programs. Must do this 

when first time 

download files to HMI. 

 

 

Download the font 

used in project. 

 

 

The selected files will 

be erased before 

downloading. 

 

HMI will reboot after downloading. 

 

 
If this is checked, system will download project to HMI according to last settings. 

Please see illustration below. 
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The way to enable this 

function: 

 

 

 

 

 

 

 

1. Click [Function Properties]. 

2. Tick [Automatic save and compile when download and simulate]. 

 

 

 

 

 

 

3. [Save] project. 

4. Click [Download]. 

5. On dialog box, tick 

[Automatically using current 

settings to download after 

compiling]. 

6. Click [Download]. 

7. After finish setting, next time 

when click [Download], 

EasyBuilder Pro will 

automatically compile and 

download project to the latest target HMI. 

 

 

2. Tick 
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< Way 2 [Ethernet] / HMI Name 

 

1. On HMI set HMI name first. 

 

2. On PC, select the set HMI name and start downloading.

4

. 

Input the HMI name to search the 

designated HMI. 

Click to search the HMIs share 

the same network. 
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< Way 3 [USB Cable] 

 

 

 

 

 

Select USB cable to 

download project to HMI. 

The way of setting is 

same as Way 1 

mentioned above. USB 

cable only works for i 

Series HMI. 

 

 

 

 

 

 

 

 

 

 

 

ƴ Before downloading via USB cable, please make sure the USB driver is 

correctly installed. Go to [Computer Management] / [Device Manager] to check 

if USB driver is installed, if not, please refer to installation steps to manually install. 

 

4

. 

ftp://ftp.weintek.com/MT8000/eng/FAQ/FAQ_29_How_to_install_USB_driver_of_HMI_i_series.pdf
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< Way 4 [USB Disk / SD Card] 

 

1. In Utility Manager 

click [Build Download 

Data for CF / SD / USB 

Disk] to build the data to be 

downloaded first. Generally 

divided into 2 directories, if 

set as the way shown:  

 

 

 

 

The download data storing structure: 

 

2. Insert external devices to HMI.  

3. Select [Download] and input correct password. 

4. Password confirmed, show directories in external 

device.(pccard: SD/CF Card usbdisk: USB Disk) 

5. Select a directory for storing project then click [OK] 

to start downloading. 

 

 

 

 

 

 

 

 

 

 

Please select the top layer directory of the target file when downloading. 

For the structure above, select download, not eMT3000 or history. 

 

4

. 

This directory is 
generated when 
downloading 
history data. 
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Chapter 4 Hardware Settings 
 

4.1 I/O Ports of HMI 

 

The I/O ports are different form one HMI type to another.  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

In addition, Weintek provides [FLZ232000 Multi-Connector Cable] and [FLZ485000 

Multi-Connector Cable] to expand one COM port to multiple independent COM ports so that 

the convenience and efficiency of operation can be improved. 

 

 
Supports USB devices, such as 
mouse, keyboard, USB disk, printer 

 
Connects Ethernet devices, such as 
PLC, laptop, for exchanging data 
via Network. 

 
Download/ Upload project via SD 
Card, including Recipe transfer, 
Event Log, Data Logéetc and to 
backup or record History data. 

 
Connects PLC or other peripheral 
devices. 
RS-232 / RS-485 2W/4W / CAN Bus 
RS-422 = RS-485 4W 

 

 
Download/ Upload project including 
Recipe transfer, Event Log, Data 
Logéetc. 
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4.2 HMI System Settings 

For the first time operating HMI, users have to complete the HMI system settings. After this, 

users can develop their own operation interface through EasyBuilder Pro editing software. 

 

4.2.1 System Reset 

Each HMI is equipped with a set of reset button and DIP switch. When using DIP switch to 

change modes, the 

corresponding functions will 

be triggered. 

If system password is lost or 

forgotten, please set DIP 

Switch 1 to ñONò and the rest 

remain ñOFFò, then reboot 

HMI. HMI will switch to touch 

screen calibration mode. 

 

 

1. A ñ+ò sign appears on the screen, touch the center 
of the sign, after all 5 signs are touched, ñ+ò 
disappears and the touch screen parameter will be 
stored in HMI system.  
 
 
 
 
 
 
2. After calibration, confirm to restore the system 
password to the default, select [YES].  
 
 
 
 
 
 
3. Confirm to restore to default password again by 
typing [yes] and clicking [OK]. The project files and 
history records stored in HMI will all be removed. 
(The default password is 111111. However, other 
passwords, including download/upload passwords 
have to be reset.)  
 
 

 








































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































