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Chapter 1 EasyBuilder Pro Installation and Startup Guide

1.1 EasyBuilder Pro Installation

Software:
Download EasyBuilder Pro configuration software from EasyBuilder Pro CD or visiting
Weintek Labs, | hite.//wdve weimek oosni td @btaira all software versions

available (including Simplified Chinese, Traditional Chinese, English, Italian, Korean,
Spanish, Russian, and French version) and latest upgraded files.

Hardware Requirements (Recommended):
CPU: INTEL Pentium Il or higher
Memory: 256MB or higher
Hard Disk: 2.5GB or higher (Disc space available at least 500MB)
CD-ROM: 4X or higher
Display: 256 color SVGA with 1024 x 768 resolution or greater
Keyboard and Mouse
Ethernet: for project downloading/uploading
USB Port 2.0: for project downloading/uploading
RS-232 COM: At least one available RS-232 serial port required for on-line simulation
Printer

Operating System:
Windows XP / Windows Vista / Windows 7.
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1.2 Steps to Install EasyBuilder Pro

1. Installing EasyBuilder Pro:
Put the EasyBuilder Pro Installation CD into the CD drive. The computer will run the

program automatically and bring up a screen showing an area to click to begin the
EasyBuilder Pro installation. If the auto-run sequence does not start, browse the CD, and
find the root directory of [Autorun.exe] manually. The installation screen is shown below.

&WE;NTEK EasyBuilder Pro

Install
[)L'L'!’e’ifh.',*‘f{

I shrrm
_/.:,.'v.'l‘l)’lly

Drivers

Pro ;-;:,'L 'l
¥ www.weintek.com

2. Click [Install], users will see the window below, select the language and click [Next]
following the installation instructions.

Select Setup Language [z

e El Select the language to use during the
| i!#_-' inskallation:

|English w |

English Spanish French Italian
Simplified Chinese Traditional
Chinese Korean Russian

11
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fi5! Setup - EasyBuilder Pro ¥1.00 E|E| E|

Welcome to the EasyBuilder Pro
¥ 1.00 Setup Wizard
This will install EBpro W1.00 on your compuker,

It is recommended that wou dose all other applications before
conkinuing,

Click Mext bo conkinue, or Cancel ko exit Setup,

3. Users will be asked if they would like to remove the old versions of EasyBuilder.
Please tick those should be removed and click [Next] to continue.

5! Setup - EasyBuilder Pro ¥1.00

EB8000 Remove Information " I
Find other wersion of EBpro that has been installed, G;E /
WWould vou want to removeEBPro 7 Select the wersion that wou want to remaove.

[] EBpro
< Back ][ Mext = ] [ Cancel

12
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4. Designate a new folder for EasyBuilder Pro installation or choose the folder
recommended and then click [Next].

15! Setup - EasyBuilder Pro ¥1.00 MIsES
%elect Destination Location ﬁ J
\Whete should EasyBuilder Pra ¥1.00 be inskalledy? ;
(=
J Setup will install EasyBuilder Pro %1.00 into the Following Folder,
To continue, click Mext. IF vou would like to select a different Folder, click Browse,
| [ Browse. .,
Ak leask 287.5 MB of free disk space is required.
[ < Back ” Mext = l [ Cancel ]

5. Users will be enquired to select a start menu folder to save the program& shortcuts. Click
[Browse] to designate a folder or use the folder recommended then click [Next].

et Setup - EasyBuilder Pro ¥1.00

%elect Start Menu Folder ﬁ
\Whete should Setup place the program's sharkouks?

Setup will create the program's shortcuks in the Following Start Menu Folder,

To continue, click Mext. IF vou would like to select a different Folder, click Browse,

asyEuilder Pro | [ Browse, .,

< Back ” Mext = l[ Cancel
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6. Users will be enquired if there are any additional tasks to be done. For example: [Create
a desktop icon]. Tick it if needed then click [Next] to continue.

et Setup - EasyBuilder Pro ¥1.00

%elect Additional Tasks ﬁ
Which additional kasks should be performed?

Select the additional tasks vou would like Setup to perfarm while instaling EasyBuilder
Pro%1.00, then click Mext,

Additional icons:

Create a deskkop icon

7. At this moment all the settings are done. Please check if they are all correct. If any
changes need to be made, click [Back] or click [Install] to start installing.

et Setup - EasyBuilder Pro ¥1.00

Ready to Install ﬁ
Setup is now ready ko beqin installing EasyBuilder Pro Y1.00 on yaur compuket.

Click Install ko continue with the installation, or click Back, if wou wank ko review or
change any settings,

Destination locakion:
Zi\EBpro

Start Menu Folder;
EasvBuilder Pro

Additional tasks:
Additional icons:
Create a desktop icon

< Back ” Install l[ Cancel
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8. Installation processing.

et Setup - EasyBuilder Pro ¥1.00

Installing
Plzase wait while Setup installs EasyBuilder Pra ¥1.00 on waour compuker,

Exckracting files. ..

Cancel

9. Click [Finish] to complete the installation.

e Setup - EasyBuilder Pro ¥1.00 E'E”E|

Completing the EasyBuilder Pro
¥1.00 Setup Wizard

Setup has finished inskalling EasyEuilder Pro %1.00 an your
computer. The application may be launched by selecting the
installed icons.

Click Finish ko exit Setup.
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10. Start EasyBuilder Pro project from menu [Start] / [All Programs] / [EasyBuilder Pro].

EasyBuilder Pro Installati@md Startup Guide

ACCessories Pl 1 administrakar Tool
Shiartcut ko Psp
5 Games b} g EasyBuilder Pro

@ EasyConverter

@ EasyDiagnoser

= EasyPrinter

Skartup 3

\3 M3H
Internet Explarer

® Windows Meadia Playe “1 5M

i Cutlook Express
,,3 Windows Messenger

'@ Tour Windows <P
Windows Messenger

=
p | Files and Settings Tr: g,l windows Movie Maker

% EasySimulator

Q Easyihatch

Windows Media Plaver ¥ RecipeEditar
ReleaseMote

Structure Edibor

E'_:’;! Uninstall EasyBuilder Pro
u{j LEility Manager

Reroke Assistance

Wizard
Cracle WM VirkualBox Guest Additions  »

EasyBuilder Pro

I| Log OFf ﬁ| Turn OfF Computer

[ "% Paink Shop Prao - 1-7

The description of each item in EasyBuilder Pro menu:

Installed file Description

Administrator Save data of User Accounts, USB Security Key, e-Mail SMTP
Tool Server Setting, e-Mail Contacts to USB disk and import to HMI.
EasyBuilder Pro | EasyBuilder Pro editing software.

EasyConverter Conversion tool for Data Sampling and Event Log.

EasyDiagnoser

Tool for analyzing and detecting connection between HMI and PLC.

EasyPrinter

Tool for saving hardcopy or backup data is individually
downloadable even without full application.

EasySimulator

Upon completion of project programming, you can execute Online
Simulation on PC by directly connect with PLC or Offline Simulation
on PC without connecting PLC.

EasyWatch

Via HMI to monitor or set HMI| and PLC address value.

Recipe Editor

Tool for setting format of Recipe data. Users can open Recipe data
or data in External Memory here.

Release Note

Notes for EasyBuilder Pro version and latest information.

Structure Editor

Support AB TAG mechanism and improve the flexibility of an object
in read/write.

Utility Manager

EasyBuilder Pro project management.

y HMI eMT Series support downloading/uploading project via USB cable.
After installing EasyBuilder Pro, Please go to [Computer Management] /

[Device Manager] to check if USB driver is also installed, if not, please refer to installation
steps to manually install.
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Utility Manager

Chapter 2 Utility Manager

Atfter installing EasyBuilder Pro software, double click on [Utility Manager] shortcut.
The Utlity Manager is a software shell for launching several utilities. Some functions are

duplicated in the EasyBuilder Pro project editing program. Utlity Manager can operate as a
stand-alone program.

When operating HMI,
designate Password
first.

1

ﬁ Dility Manager

HMI P, Passwiord
Type : |eMT 3000 SERIES

| After rebooting,
everything returns to
the startup condition.

Launch project
editor.

Conversion tool for
Data Sampling/
Event Log.

Remote printer
/backup server.

—1

Memory format
conversion and data
editing.

S—  Settigs.. il Reboat HMI
A Connect via USB
e Sl cable or Ethernet to
e T check the HMI history
files information.

[ DatafEvent Log File Information - ] Review the register
\ range of device types
ity of supported PLC.

’ 2 EasyBuilder Pro ] )
[ EasyConverter ] [ Easyaddressyiewer Fei |/I
7 EasyPrinter ] [ EasyDiagnoser Tool for analyzing

connection between

A/’ Recipe/Extended Mermary Editor

| | HMI and PLC.

[ Build Dovrload Data for SDJUSE Disk...

S

Dovwerload..

I

Upload...

—_J

Build data for

)|

On-line Sirnulation. ..

Off-line Sirnulation. ..

downloading to HMI
via SD/USB.

e

Pass-through. ..

Allow PC
applications to
connect PLC via
HMI.

|
|
[

Exit

[ Help |

17
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Utility Manager

2.1 HMI IP, Password

{Settings]

Passwiord

Reset/Download | 111111

Upload © 111111

When operating HMI via
Ethernet or USB cable,

users need to designate
the password for HMI to

[ oK

protect against

unauthorized access.

[Reset / Download] functions share a set of password while [Upload] function uses

another set.

Be sure to record any password change, otherwise, while resetting
password to default, the project and data on HMI will be completely erased.

‘ﬁ Mtility Manager

=S

[Reboot HMI]

HMI 1P, Passward There are certain situations that the HMI
TYPE i |eMT 3000 SERIES v should reboot, for example, when updating
[ Settings. . I Reboot HMI | | thefiles i n it Users
Connection while rebooting. After rebooting, everything
oarny Blomed returns to the conditions of startup. Set the
HMLIP : [152.168.1.90 ¥ correct IP address when operating HMI via
: : Ethernet.
[ ety Lo P ien e A I [Data/Event Log File Information]
Ly . \ After setting, connect with HMI to check
[ ERiELch P T\ the number of history files in HMI.
[ EazyConverter ] [ EazyAddressiiewsr I e — r.s—d
[ EasyPrinter I EasyDiagraser | \ B oo |
[ Recipe/Extendead Mermory Editar I = HMIl.zulzullu.dtl
[ Build Download Data far S0jUSE Disk... | . 2.20120113.dt
[ Dowrload. .. ] [ Upload... I = eve:tllzf_gzmzulla t
[ On-line Sirmulation. .. ] [ Off-line Sirmulation. .. I T =
[ Pass-through. .. I
stop HMT .. ”
scan font ; finished
reset HMI ;@ finished

18

donot



D WE!NTEK Utility Manager

2.2 Editing Tools

2.2.1 Build Download Data for Saving in SD Card or USB Disk

[hility Manager &

Select the folder to save download data

|F:"., H Browse, .. ]
Sources

Project

\PLEASE IMPUT XOE FILE MAME | [ Browse.. |

Recipe (R
IPLEASE INPUT RECIPE FILE MAME | [ Browse.. ]

Recipe & (R _A)

IPLEASE INPUT RECIPE_A FILE NAME | [ mowse.. ]
Data log
|F‘LE.-'—\5E INPUT DATA LOG FILE MNAME | |

E——

1. Insert SD/USB to PC.

2. Assign data storing path.

3. Assign files to download.

4. Build data.

The source files will be saved in the inserted device for users to download to HMI. This
function is to build the required data.
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2.2.2 Steps to Download Project to HMI via USB or SD Card

Take downloading data in the folde r  n a In2 8 0 \fiZ3)Kn USB stick for example.

DR

5.
6.
7.

Insert USB (project included.) to HMI.

On [Download / Upload] dialog box select [Download].

Input Download Password.

On [Download Settings] dialog box, check [Download project files] and [Download
history files].

Press [OK].

On [Pick a Directory] dialog box, select directory: usbdisk/device-0/123.

Press [OK].

Project will be automatically updated.

w Even if users only download historical files, it is still necessary to reboot
J

HMI manually to update files.

20
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2.3 Transfer

2.3.1 Download

Download source files to HMI through Ethernet or USB cable.

Download E|
Firmmare
Project |CAEBprov100_201201111MTP1 xob [ Browss.. ]
=18y |F'LE#1\5E INPIUT RECIPE FILE MARE | H Erowse. .. ]
R |F'LE#1‘-.SE INPUT RECIPE_A FILE MARE | H Browsze. .. ]
Recipe database |F'LEﬁ1‘-.5E INPUT RECIPE DATABASE FILE MAKE | H Erowese. .. ]
[Data log |F'LE.*1".SE INPUT DATA LOG FILE MARE | H Browsze. .. ]
Destination : |F'LEﬁ1‘-.SE INPUT DESTINATION FOLDER MARE ! H Browsze. .. ]
Startup screen |C:'Liseries.bm|:u H Browse... ]
Connection
) Ethernet (%) USE cable
[¥] Rebaat Hil after dowinload [1Resetrecipe [[JReset recipe database
[IReset event log [(IReset data log

Firmware Check to update HMI kernel programs. The firmware must be downloaded at
the first time downloading data to HMI.

Project
Select the project file in XOB format.

Recipe Data RW/RW_A
Select rcp file in recipe folder.

Data Log
Select dtl file in datalog folder.

21
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Startup Screen

Download assigned BMP to HMI. On HMI, it will be shown after rebooting then load in
project. Users may use company logos.

Reboot HMI after downloading
Automatically reboot after download.

[Reset recipe] [Reset event log] [Reset data log] [Reset event log] [Resect data log]
Erase specified files on HMI before download.

22



@ WE!NTEK

Utility Manager

2.3.2 Upload

Upload files from HMI to PC via Ethernet or USB cable.
Users have to assign the desired path for file storage before uploading.

Upload

Project
o
Rw_A

Recipe database

Data log
[“]Eventlag

X

|eMT3000 SERIES v

|PLEASE INPUT XOB FILE NAME | [ Browss. |
|PLEASE INPUT RECIPE FILE NAME | [ Browse. |
|PLEASE INPUT RECIPE_A FILE NAME | [ Browss. |
|PLEASE INPUT RECIPE DATABASE FILE NAME | \[_Browse.. |
|PLEASE INPUT DATA LOG FILE NAME | [ Browse.. |
[PLEASE INPUT EVENT LOG FOLDER NAME | [ Browse.. |

[TUse C8Y (Comma Seprated Walues) farmatto save datalevent log files.

[ Extend Memaory (EM) | PLEASE INPUT EM FOLDER NAME | \[_Browse.. |
EM file location : () S0 card ) USE disk
Connection
(&) Ethermet () USE cable
ﬂ P Marne ﬂ
HMIName: [eMT3070_com v | |192.168.1.117 (nicalas_8104xh) ~

192.168.1.137 (tony_eMT3105)
192.168.1.149 (Default HMI)
1921681182 (Jirm MTE101 V2 V2.0)

Search All 192.168.1.207 (Default HMD

| 182168.1.217 (katte-TE070iH)
11687 1RA 1 210 Mafanlt Hhdh

About [Project] / [Recipe data RW/RW_A] / [Data log] refer to 2.3.1.

Event log

Upload evt file on HMI to PC.

Extended Memory (EM)
Upload emi file saved in SD card or USB disk to PC.

The file will be uploaded to PC in *.XOB file format. For editing this file
using EasyBuilder Pro, please decompile it into *. MTP file first.
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2.4 Simulation
2.4.1 Off-line Simulation / On-line Simulation

Off-line simulation-Simulate project operation on PC.

Simulate OK without HMI
operations &PLC and save
without more time
| connecting PLC.
|

PLC HMI

No need to
download project

. . . . . . to HMI.
On-line simulation-Simulate project operation on PC. °

Connect
PC-PLC & set
correct
parameters to

operate
‘ ~ .
A ﬁ SNNS

When On-line simulating on PC, if the control target is a local PLC (i.e. the
PLC directly connected to PC), there is 10 minutes simulation limit.
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Before executing On-line/Off-line Simulation features, please select the source *.XOB file.

Look in. | (5 EBprot/100_20120111 ¥ @ =

p I3y Daka Type
i 23 L) driver
MyRecent  [)emfile
Documents [ Firmware
— ) Fant
L IS HMI_memory

Desklop I library
|Cymedia_driver

. hfiprcuject
’j |50 _card
by Documents EEEE;

2 |5y ushdriver
%! |- wirtual _com
b4y Cormpriter
% File riarme: EMTF‘1 b ! [ Open ]
MyNetwork | Flesoftype: | eMT3000SERIES downlosd fls (x0b) v | Cancel |

When executing on-line/off-line simulation, right click to use these functions:

[Exit simulation]
Stop simulating.

[Run EasyDiagnoser]
To monitor current

Exdt simulation

communication status.

Sereenchot

[Screenshot]
[52  J{17  Jles |{28 ||34 Capture and save current screen
[83 {43 19 {13 Jf44 image as picture file in the

screenshot folder under
installation directory.
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2.5 Pass-Through

Utility Manager

This function allows the PC application to connect PLC via HMI. In this case, the HMI acts
as a converter.

Pass-through provides two modes: [Ethernet] and [COM port].

When using [Ethernet], please install the virtual serial port driver first.

efel-toﬁ) For detail, pleaS9ePasbeMhrtrou@@@Gh&pnet iz
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Create an EasyBuilder Pro Project

Chapter 3 Create an

Click on the icons to see illustration.

EasyBuilder Pro Project

b E »

&

£ =)

Create a Save & On-line Download
. . Off-line
Project Compile Simulation to HMI

In this Chapter, we will take Mitsubishi PLC as an example.

3.1 Create a New Project

b

EazyBuilder Pro (Copyright ¢ 2006 Weintek Lab._, Inc_})

1. Click onicon New. EI
Welcome to EasyBuilder Pro, Please select your model, b

2. Select [Model]. >

3. Tick [Use template]. Model : |eMT3105 (800 x 600) |
4. Click [OK]. Display mode : [Landscape v

System Parameter Setlings [gl [¥]Use template (templateS121.mtp)
Extended Memory FPrintexr/Backop Server e-hdail Recipes
Device | Model General System Setting Security Font | oK | [ Cancel ]

Devvice list :

5. Click [New].
6. Set correct parameters.|
7. Click [OK].

Device Properties

Mame |M|tsuh|sh| FX0s,/FX0nFr1s/FX1nfFx2
(OHMI @PLC
| Mew |[ Delete ] [ Settings. .. ]
PLC type : [ Mitsubishi FEOw/FEDn/FE | <FX 1 n/FE2 [+ |
8 D R ~ M I S U B I S l_ W, 1,20, MITSUBISHI_FX0M.s50
: evice n PLCIfF © [R-485 4w v
< .

FX0s/FXOn/FX1s/FX20 i s add com . FOML @R e
the [Device List].

PLC default station na. : l:l

[CIDefault station na. use station na. variable

[Use broadcast command

System Parameter Settings
Interval of block pack {words)
Extended Memory Printer/Backup Server e-Mail Recipes
Dievice | Model Creneral Swstem Setting Security Font Map, read-command size (words) :
Device List Max, write-command size {words)
Mo IName Location | Device type Interface I'F Protocul| - -
- oK | [ cancel
Local HMI  Local HMI Local el T3105 (300 = ... Dismble i 1
Mitsubishi FX0s. . | Loca Mitsubishi FX0s.. |COM 1 (9600,E,7,1) | R3485 419 E
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Create an EasyBuilder Pro Project

Now let® add a new object.

ap—eumn |

1. Click on the object icon %J Toggle Switch Object.

2. Set correct parameters.

New Togale Switch Object X

General | Security | Shape | Label

Descripkion :

Read address

R Setking...

PLC name : | Mitsubishi FX0s/FXORFYLs/FELn/Fx2
Address 5 |y |0

[ 1reeert signal

Wirite address :

- Setting...

PLC name : | Mitsubishi Fx0s/FX0n/Fx1s/FX1n/Fxz
Address @[y |0

[CDwerite when buttan is released

aktribute
Swikch style ¢ | 5et OFF £V

Macro

L EasyBuilder Pxo - MTP2 - [10 - WINDOW_010 ]

Th T Ch O3 | B B M

e 0 WINDOW_010
11

(25, 40 - 1159, 53)

REFOTLHNEHGA DSH & &
FREDVPOO EEL=EYhE
QM B P m D h BB E SO

EE File Bt Wew Option Dew Objects Libay Tools Window Help -8 X
Windows X 4 10 - WINDOW _010 x b
Ohiject list v

3 Fast Selection ~ 50

4 Corumon Window

5 PLC Respons:

6 : HMI Connection

7 Pazswond Restriction

8 Btorage Space Insufficient

9

Place the object wherever you like on
window.

A project with one object is now
created.

‘W
D0 S TR & J[EF g
N M OO AR |4 o]

Al
]
Ea

eM T3105 (RO x A00)
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3.2 Save and Compile the Project

On EasyBuilder Pro Tool Bar:

Fil: | Blit View Option

[0 Hew
@ Cpen...
C'lose

H B

1. Click to [Save] *.

Users are allowed
to select the
languages needed
for the project and
download to HMI,
up to 8 languages
can be selected.

-

Tools | Windew Help
D O 2B Compile
Cultll Online Birmlation 4]
Chlti . . .
‘ & Offline Simmlstion CHl+T
Downlosd. .. F?
Chlts . .
Iﬁl Bwild Data fox TBE Disk ox OF Cawd Downlosd. ..
&) Beboot HMI..

MTP file. 2. Click to [Compile] to *.XOB file
for downloading to HMI, this also
checks if the project can run
correctly.

Compiling g|

Project name ; CDocuments and Settingsird\SEMTPL mtp

¥CB file name . C\Documents and Settings\rd\ s E\MTPL, xob

XOB password Setting. .. {used in decormpiler ) [CJDecompilation is prohibited

Select the languages used on the HMI
Startup language after redownloading the project © |Language 1 v

Language 1 Language 2 Language 4
Language 8 Language 9 Language 10 Language 11 Larnguage 12

MNote : A maximumn of 8 languages can be selected simultaneously.

Picture size 1 3353858 bytes Py
Shape size 1108 bytes

Sound size T 36474 bytes

Macro size 1 14 bytes

Address tag size v 10 bytes

Label tag size 1 25 bytes

Total size 1 3809771 bytes (3.62M)

Double click error messages to modify the attributes of relative ohjects |

Compile [¥]Build fant files

A successfully compiled file will get this dialog box.
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3.3 Off-line and On-line Simulation

Off-line simulation - Simulate project operation on PC

OK without HMI
&PLC and save
more time.

Simulate
operations
without
connecting PLC.

On-line simulation - Simulate project operation on PC

HMI

OK without HMI
and save more
time.

Connect
PC-PLC & set
correct
parameters.

HMI

\ I When On-line simulating on PC, if the control target is a local PLC (i.e. the
. I PLC directly connected to PC), there is 10 minutes simulation limit.
_ ~ AaEn
Off-line x5
REFIFLAEHEE DS H D S e K G 4] =
@ w B2 HUMOEEE =B RS hE Ve % O POmgABR | [0
CHEMHYBH - m G AAYBREASE
EB File Edit Wiew Option Dwew Objects Libey Iools Widow Help - 2%
Windows * X 4 10 - WINDOW_010 x 3 ‘
Ohject List v
On-line e
_—
7 : Password Restriction
ﬁ w 8 : Morage Space Insufficient |
— ; fw:wmnow,mu
. o
Click after correctly 13

connecting the device. || &
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3.4 Download the Project to HMI

< Way 1 [Ethernet] / HMI IP

Tocls | Window  Help
Before [Download], be sure to check if all the 32 Compile..
settings are correct.

Oneline Birmilation 4]

& Offline Sirmlstion Chd4 T

Diommdoad. .. F?

[CE Build Data for USE Disk cu OF Cand Downlosd. .

&) Beboot HMI.. l
Input [Password] & Download X
Specify [HMI IP] G e —— =

dowerTosdding C:\ER20004 24 firrmewarel,com.i

[“]Firrrwvare
Update HMI kernel
programs. Must do this

reo HML : finished
finished

when first time (&) Ethernet Passward Sat...
download files to HMI.\ g b
IP: I
“IFont files
Download the font
used in project. <
p J \Firmware

* Necessary if update firmware or execute download first time.

[]Use user-defined startup screen

The selected files will File location : |D:\Janesz#F\ER fle SO testpic.bmp
be erased before _E [“IReset recipe [“IReset event log Reset data sampling
dOWﬂloading . |_AvIReboot HMI after download
[¥] utormatically using current settings to download after compiling
/[ Download Exit

Reboot HMI after downloa
HMI will reboot after downloading.

[¥] automatically using current settings to download after compiling
If this is checked, system will download project to HMI according to last settings.
Please see illustration below.
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[¥] automatically using current settings to download after compiling

Function Properties

The way to enable this
function:

Opticn | Doaw  Chjects L
GadfEnap. ..

PFunction Properhes. ..

-

[] Display Cornmon wWindow objects on Base Windows

[] wsing function key to make shape library object

Autornatic save and compile when download and simulate

[ OK ] [ Cancel

1. Click [Function Properties].

2. Tick [Automatic save and compile when download and simulate].

[ EasyBuilder8000 : MTP1 - [10 -

EE File; Bdit Wiew Opion Duaw

A==l

2288w n:

3. [Save] project.

4. Click [Download].

5. On dialog box, tick
[Automatically using current
settings to download after
compiling].

6. Click [Download].

7. After finish setting, next time
when click [Download],
EasyBuilder Pro will
automatically compile and

Download E

delete startup-screen file. .. ~
downloading D:Jane=2#\EE flle 0B testpic.bmp

downloading C:A\EBS000434 firrnware’comn.|

downloading C:\EB2000434 firrmware’gui.i

downloading C:\EBS000434 firrmware’\driver.i

downloading C\Documents and Settings)Administrator, stE\MTP1.xob

downloading C:\EBS000434  fontyMTP1 30, ttf

downloading C\EBS000434 fontyMTP1$ 1. ttf

scan font | finished
reboot HMI ¢ finished
finished

&) Ethernet (O USE cable (i series anly) Passward : Set...
4 -~ F Hame B
IF: ‘ ~ |
Firrnwiare [IFant fies
* Mecessary if update firmware or execute download first time,
Use user-defined startup screen
File: location : |D:\JaneK{#\EB fle F1E "\ testpic.bmp |[ Browse. .

Reset recipe [“IRreset event log [“IReset data sampling

Reboot HMI after download

[¥] autornatically using current settings to download after compling

T ——

download project to the latest target HMI.
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< Way 2 [Ethernet] / HMI Name

1. On HMI set HMI name first.

.Srstem settings
)

Networl‘:ﬁ' Time/Date' Securit HMI n.ame\'g;et‘u:inu:;\‘lgu:;{"-l

HMI namel

‘Cancel i| | Apply | ioK !

2. On PC, select the set HMI name and start downloading.

Download

Input the HMI name to search the
designated HMI.

9 Ir Hare

HMI name : |test v | 192,168, 1,226 (kest)

(& Ethernet (OUSE cable (i series only)

4 IF Hare / Search all

HMI name: : |test v| 192,168.1, est) * 05 20091002 or later supparts

Click to search the HMIs share

* (05 20091002 or later supports th e same netWO I’k.
4 i I
Firrmare Fant files e

HMI name : | v| 192.168.1.11 (Default HMI)
192.168.1.118 (nicolas_5100i)
192.168.1,226 (test)

v o
[¥]Use user-defined startup screen 192.168.1,237 (Demo-Joey(eintek))

File lacation |D:\Jane§tf4=\EEl file OB\ testpic.brmp

* Mecessary if update firrmware or execute download first time.

* (05 20091002 ot later supports

[“IReset recipe [“IReset event log [“IReset data sampl |
[“IRehoot HMI after downlnad

[¥] sutomatically using current settings to dowrload after cornpiing
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< Way 3 [USB Cable]

Download

X

) Ethemet (#)1USE cable (j series only) Passward : Set...

Select USB cable to
download project to HMI.
The way of setting is
same as Way 1
mentioned above. USB
cable only works for i

Series HMI.
Firrmwvare [“IFant files
* Mecessary if update firrmware or execute download first time.
[use user-defined startup screen
Reset recipe Reset event log Reset data sampling
[“]rehoot HMI after dovwnload
[ autornatically using current settings to download after compiing
[ Download | Exit
w Yy Before downloading via UtBBUSB driver is,
U . .
correctly installed. Go to [Computer Management] / [Device Manager] to check

if USB driver is installed, if not, please refer to installation steps to manually install.

34

p |


ftp://ftp.weintek.com/MT8000/eng/FAQ/FAQ_29_How_to_install_USB_driver_of_HMI_i_series.pdf

¥ WE!NTEK

Create an EasyBuilder Pro Project

< Way 4 [USB Disk / SD Card]

1.  In Utility Manager
click [Build Download
Data for CF/ SD/ USB
Disk] to build the data to be
downloaded first. Generally
divided into 2 directories, if
set as the way shown:

Download/Upload

Project Manager E|
Select the folder to save download data
Fcowrioad
Sources
Project
PLEASE INPUT XOB FILE MAME |
Recine (Ry)
PLEASE INPUT RECIPE FILE NAME |
Redipe & (RW_A)
PLEASE IMPUT RECIPE_# FILE NAME |
Data log
PLEASE INPUT DATA LOG FILE NAME !
—CT—

The download data storing structure:

Download !

Upload !

i Restart project and exit i

Cancel i

Restart after download/upload

generated when
downloading
history data.

F:/Download —[ eMT3000  This directory is
his’ror‘y

2. Insert external devices to HMI.

3. Select [Download] and input correct password.

4. Password confirmed, show directories in external
device.(pccard: SD/CF Card usbdisk: USB Disk)

5. Select a directory for storing project then click [OK]

to start downloading.

Downlo.

_sttings
N

Password: ||

¥ Download project files

|7 Download histary files

™ Clear history files

Pick a Directo P
Directory:| /usbdisk/disk_a_1/Download i o

¥ pccard
=F usbdisk
=3 disk_a_1

‘ Wy 2?2727

3 Attachments 2012 01 2

=3 history
B3 GIMP
B mt8000

N}

Please select the top layer directory of the target file when downloading.
For the structure above, select download, not eMT3000 or history.
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Chapter 4 Hardware Settings
4.1 1/0 Ports of HMI

The 1/O ports are different form one HMI type to another.

Download/ Upload project via SD
Card, including Recipe transfer,
Event Log, Data Logé e t amd to
backup or record History data.

COM PORT

Connects PLC or other peripheral
devices.

RS-232 / RS-485 2W/4W / CAN Bus
RS-422 = RS-485 4W

)
ETHERNET &'-

Connects Ethernet devices, such as
PLC, laptop, for exchanging data
via Network.

USB STORAGE “

Supports USB devices, such as
mouse, keyboard, USB disk, printer

y
\

Download/ Upload project including
Recipe transfer, Event Log, Data
Logéetc.

In addition, Weintek provides [FLZ232000 Multi-Connector Cable] and [FLZ485000
Multi-Connector Cable] to expand one COM port to multiple independent COM ports so that
the convenience and efficiency of operation can be improved.
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4.2 HMI System Settings
For the first time operating HMI, users have to complete the HMI system settings. After this,
users can develop their own operation interface through EasyBuilder Pro editing software.

4.2.1 System Reset

Each HMI is equipped with a set of reset button and DIP switch. When using DIP switch to
change modes, the
corresponding functions will
be triggered.

If system password is lost or

forgotten, please set DIP

Switch 1 toreStONO a
remain AOFFO, then
HMI. HMI will switch to touch

screen calibration mode.

o
o

T
[T
T

1. A ftOsign appears on the screen, touch the center
of the sign, after all 5 signs are touched, o0
disappears and the touch screen parameter will be
stored in HMI system.

2. After calibration, confirm to restore the system
password to the default, select [YES].

3. Confirm to restore to default password again by
typing [yes] and clicking [OK]. The project files and
history records stored in HMI will all be removed.
(The default password is 111111. However, other
passwords, including download/upload passwords
have to be reset.)
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